








Boones Estates package plant

1091 Mt. Zion Malboro Road Lothain

Daily operational log sheet

Month: JANUARY Date: 1/1-31/2020 Submitted by Operator # _____________
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TH/DB 1 W 1300 CLR 46 0 NO 7.3 BRN 6350 970 153 14 9 5.1 11 30 14.7 7.5 8.2 2

TH/DB 2 T 1000 CLR 35 0 NO 7.6 BRN 6350 970 153 14 6.3 11 0.25 10 25 30 13.3 7.5 8.6 2

TH/DB 3 F 1230 CLR 51 0 NO 7.9 BRN 6350 970 153 14 9 6.4 12 15 14.8 7.4 8 1.8

TH/DB 4 S 930 CLR 55 0 NO 7.6 BRN 6350 970 153 15 8 6.3 12 30 15.8 7.3 8.1 2

TH/DB 5 S 1230 CLR 0 NO 7.5 BRN 6350 970 153 14 6 6.1 12 30 14.1 7.3 8.5 2.7

JB/CH 6 M 1440 CLR 53 0 NO 7.3 BRN 6350 950 150 15.4 5.6 10 0 15.2 7.2 8.3 2.3

JB/CH 7 T 1315 CLR 38 0 NO 7.4 BRN 6350 950 150 14.7 5.8 10 0.25 10 50 0 14.7 7.3 8.1 2.5

JB/CH 8 W 1430 CLR 40 0 NO 7.4 BRN 6350 950 150 13 6 6.6 10 0 12.8 7.2 8.4 2.5

DB 9 T 1400 CLR 35 0 NO 7.3 BRN 6350 970 153 13.1 7.6 11 0.025 10 50 15 12.6 7.3 9 2.5

DB 10 F 930 CLR 40 0 NO 7.3 BRN 6350 970 153 13 2 7.8 11 0 15.1 7.1 9 2.5

DB 11 S 1330 CLR 68 0 NO 7.5 BRN 6350 970 153 14 8 4.7 12 0 15.3 7 8.1 2.3

JB/CH 12 S 1300 CLR 65 0 NO 7.4 BRN 6350 950 150 15 2 5.2 12 60 15.7 7.1 8.2 2

JB/CH 13 M 1500 CLR 50 0 NO 7.3 BRN 6350 950 150 15 6 5.9 12 60 15 7.1 8.1 2.9

JB/CH 14 T 1400 MIST 45 0.15 NO 7.3 BRN 6350 900 142 15 2 6 10 0.25 10 50 30 15.5 7.1 7.7 3

TH/DB 15 W 1330 CLR 55 0 NO 7.2 BRN 6350 950 150 15.7 5.8 12 30 15.1 7.2 8.5 2.6

TH/DB 16 T 1030 CLR 53 0 NO 7.3 BRN 6350 940 148 15.1 7 12 0.25 10 50 30 13.4 7.8 8.1 2.2

TH/DB 17 F 1230 CLR 35 0 NO 7.3 BRN 6010 930 155 14 7.8 12 30 14.2 7.4 9 2.2

JB/CH 18 S 1130 CLR 35 0 NO 7.2 BRN 6010 900 150 14 3 6.8 12 60 14.4 7.2 8.4 2.7

JB/CH 19 S 1300 CLR 35 0 NO 7.2 BRN 6010 900 150 14.7 6.6 12 60 12.8 7.2 8.8 2.7

JB/CH 20 M 1200 CLR 35 0 NO 7.2 BRN 6010 950 158 12 6 6.9 12 0 12 7.1 8.8 1.6

TH/DB 21 T 1330 CLR 34 0 NO 7.3 BRN 6010 930 155 12 3 7.2 12 0.25 6 50 0 13.3 7.1 8.9 2.5

TH/DB 22 W 900 CLR 22 0 NO 7.4 BRN 6010 940 156 12 8.5 11 0 11.4 7.1 8.3 2.4

TH/DB 23 T 1330 CLR 40 0 NO 7.3 BRN 6010 950 158 12 2 8.2 11 0.25 6 50 0 13.3 7.1 9.1 1.7

DB 24 F 1045 CLR 40 0 NO 7.3 BRN 6010 960 160 13 6 8.3 12 60 11.5 7.1 9.7 2

JB/CH 25 S 1000 CLR 46 0.5 NO 7.2 BRN 6010 1000 166 12 6 7.1 12 30 13.2 7.1 8.4 1.7

JB/CH 26 S 800 CLR 33 0 NO 7.2 BRN 6010 900 150 12. 6 7.7 10 30 12.8 7.1 8.8 2.2

JB/CH 27 M 1320 CLR 46 0 NO 7.1 BRN 6010 900 150 13 3 7.6 11 60 13.1 7 8.6 1.7

JB/CH 28 T 1400 CLR 42 0 NO 7.1 BRN 6010 850 141 13 6 8 10 0.25 10 50 0 13.4 7 8.8 1.9

TH/DB 29 W 1230 CLR 40 0 NO 7.2 BRN 6010 900 150 13.4 6.8 11 0 13.1 7.4 7.9 1.7

TH/DB 30 T 1000 CLR 31 0 NO 7.3 BRN 6010 940 156 12 8 7.4 12 0.25 10 50 0 12.2 7.4 8.1 2.4

TH/DB 31 F 1300 CLR 44 0 NO 7.1 BRN 6010 950 158 12 8 7.4 11 30 12.7 7.3 8 2.5

(b) (4)



Totalizer

Month: January (x 100)

12/31/2019 445739

Date Final Flow GPD MGD Pump 1 Total Pump 2 Total UV Total Remarks

01/01/2020 446452 46300 0.0463 0 0 2041 21 January: Final filter drum is being bypassed

01/02/2020 446915 61800 0.0618 0 0 2062 26 Pump station has a temporary diesel

01/03/2020 447533 49000 0.049 0 0 2088 22 pump in service, pumping station pumps

01/04/2020 448023 83100 0.0831 0 0 2110 27 are out of service.

01/05/2020 448854 72500 0.0725 0 0 2137 26 UV intensity sensor needs to be calibrated

01/06/2020 449579 47000 0.047 0 0 2163 19 High wet well alarm does not send

01/07/2020 450049 71300 0.0713 0 0 2182 30 an alarm out.

01/08/2020 450762 56800 0.0568 0 0 2212 22 Contained diesel minor spill as

01/09/2020 451330 50300 0.0503 0 0 2234 20 requested by inspector.

01/10/2020 451833 65000 0.065 0 0 2254 28 Removing waste sludge is a major problem

01/11/2020 452483 70100 0.0701 0 0 2282 22 with the treatment plant.

01/12/2020 453184 63200 0.0632 0 0 2304 27 The monthly avg. of flow exceeded 80% of

01/13/2020 453816 51500 0.0515 0 0 2331 24 designed flow.

01/14/2020 454331 65000 0.065 0 0 2355 23 On 3 occassions this month flow exceeded

01/15/2020 454981 58000 0.058 0 0 2378 21 the discharge permit's design.

01/16/2020 455561 73600 0.0736 0 0 2399 25 Also noticed when Horizon flushes the fire

01/17/2020 456297 69300 0.0693 0 0 2424 24 hydrants, plants flow increases.

01/18/2020 456990 93200 0.0932 0 0 2448 28

01/19/2020 457922 60000 0.06 0 0 2476 25

01/20/2020 458522 64300 0.0643 0 0 2501 21

01/21/2020 459165 54800 0.0548 0 0 2522 20

01/22/2020 459713 68300 0.0683 0 0 2542 28

01/23/2020 460396 55700 0.0557 0 0 2570 21

01/24/2020 460953 78600 0.0786 0 0 2591 27

01/25/2020 461739 73700 0.0737 0 0 2618 19

01/26/2020 462476 99400 0.0994 0 0 2637 29

01/27/2020 463470 73500 0.0735 0 0 2666 25

01/28/2020 464205 49400 0.0494 0 0 2691 22

01/29/2020 464699 50600 0.0506 0 0 2713 22

01/30/2020 465205 62300 0.0623 0 0 2735 26

01/31/2020 465828 44200 0.0442 0 0 2761 21

466270 0 2782

AVG 63929 0.064 0 0 2401 24

MAX 99400 0.099 0 0 2761 30

MIN 44200 0.044 0 0 2041 19

Total Flow (gals) 2008900

Total Flow (MG) 2.009

Avg Flow (GPD) 64803

Avg Flow (MGD) 0.065

Boones Estate Totalizer Readings





0.347 Monthly Avg

0.54 Avg total lbs/day

0.54 Max total lbs/day

2.3 Avg total lbs/day

5.95 Max total lbs/day

0.083 Avg total lbs/day

0.101 Max total lbs/day
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